
J.5

O.F. MET PNL

1' - 7"

2 1/2" INS MET PNL WALL SYS

SUBGIRTS, FASTENERS, &
ACCESSORIES BY MET PNL MFR

CONT 1/2" BR & SL JT

CFMF, SEE STR FOR FRAMING

AVB TRANS MEMB, LAP
ONTO AVB 4" MIN, TYP

GA CLIP AS REQD
BY CFMF MFR

MET DECK, SEE STR

31' - 1"

J.5

O.F. CW SYS

1' - 1"

O.F. MET PNL

6"

F
R

A
M

E
 S

IZ
E

O
V

E
R

A
L
L

CW-1

&
 S

L
 J

T
1
/2

" 
B

R

O.F. MET PNL

1' - 7"

AL CW SYS

CONT 1/2" REVEAL MOLDING,
PNT TO MATCH WALL FIN AS
SCHED

TUBE STL, SEE STR

CLG AS SCHED,
SEE RCP

2 1/2" INS MET PNL WALL SYS

SUBGIRTS, FASTENERS, &
ACCESSORIES BY MET PNL
MFR AS REQD

CFMF, SEE STR FOR FRAMING

CONT SL & BR JT EA
SIDE, SHIM AS REQD

AVB TRANS MEMB, FL INTO
CW MULL GL POCKET

CONT SL JT

CONT CLOSURE FL W/ INTEGRAL
WEEP BY MET PNL MFR

TYP SOFFIT CONSTR

MP-2
SEE A500 FOR

B.O. STL

15' - 4"

15' - 3"

GA CLIP AS REQD BY CFMF MFR

BUILT-UP CFMF HEADER

O.F. TUBE STL

1' - 0"

J.5

O.F. CW SYS

1' - 1"

&
 S

L
 J

T

1
/2

" 
B

R

CLG AS SCHED,
SEE RCP

TUBE STL, SEE STR

CFMF, SEE STR FOR FRAMING

AVB TRANS MEMB, FL INTO
CW MULL GL POCKET

T
Y

P
 S

O
F

F
IT

 C
O

N
S

T
R

M
P

-2
S

E
E

 A
5
0
0
 F

O
R

AL CW SYS

CONT SL & BR JT EA
SIDE, SHIM AS REQD

CONT 1/2" REVEAL MOLDING, PNT
TO MATCH WALL FIN AS SCHED

CONT SL JT

2 1/2" INS MET
PNL WALL SYS

SUBGIRTS, FASTENERS, & ACCESSORIES
BY MET PNL MFR AS REQD

15' - 3"

O.F. STL TUBE

1' - 0"

B.O. STL

15' - 4"

15' - 4"

RUNNING BOND
FACE BRK TYPE 2

CJ

SST PIN LETTER
SIGNAGE

RUNNING BOND
FACE BRK TYPE 3

MET COPING

CONT HEAVY GA AL PL
CLOSURE @ JAMBS, TYP UNO

2 1/2" INS MET PNL
WALL SYS

2 1/2" INS MET PNL
WALL SYS

AL SF SYS

AL CW SYS

INS GL AL CW SYS DR AS SCHED

CIP REINF CONC SLAB
ON GRADE, SEE STR

STANDING SEAM
MET ROOF

STL FRAMING, SEE STR

2 1/2" INS MET PNL CLG,
SEE RCP

CLG AS SCHED, SEE RCP

RUNNING BOND
FACE BRK TYPE 1

A506

1
Sim

A506

3
Sim

A507

3
Sim

A507

1
Sim

EXT BLDG EXP JT SYS

1

A514

Sim

17

T
Y

P

6
"

T
Y

P

2
"

TO O.F. CONC
2" TYP O.F. SF SYS

VARIES

M
O

R
T

A
R

 J
T

3
/8

"
1
" 

T
Y

P

SEE RCP

CLG HGT VARIES

SEE WALL SECTION

ICF OPNG

A502

4
Sim

O.F. MAS

1' - 1"

SEE SHEET A500 FOR TYP WALL CONSTR

WALL ASSEMBLY VARIES

AL SF SYS

MAS RETURN BEYOND

CONT BR & SL JT EA
SIDE, SHIM AS REQD

CONT 0.1875" FORMED AL
CLOSURE PL W/ 2" WIDE
1/8" Ø PERFORATIONS
WHERE SHOWN. PACK W/
MIN WOOL INS

CONT WELDED CLEAT
EXTEND AVB TRANS MEMB
FULLY BELOW SF FRAME, TYP

∠BENT PL RELIEVING , SEE STR

WEEP HOLE VENT @ 24" OC MAX

LIPPED BRK

CONT AL TERM BAR &
WATER CUT-OFF MASTIC

AVB TRANS MEMB

MAS SST FL

MORTAR BARRIER MESH

O
V

E
R

A
L
L
 F

R
A

M
E

 S
IZ

E

GWB RETURN BEYOND

CONT 1/4" SL JT

1 1/2" RIGID BD INS
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MP-2 SOFFIT @ MP-1 FASCIA3
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INS MET PNL RETURN @ CW SYS HEAD1

SCALE:  3" = 1'-0"

INS MET PNL ABUTMENT @ CW SYS HEAD2
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Q

F
R

A
M

E
 S

IZ
E

M
.O

.

O.F. MAS

1' - 0"

FOR TYP WALL CONSTR

MV-2
SEE SHEET A500

EXHAUST PLENUM,
SEE MECH

BRK RETURN BEYOND

MET LVR

AVB TRANS MEMB

∠LVR CLIP 'S, BRKT'S, &
FASTENERS BY LVR MFR

AVB

DUCT, SEE MECH

DUCT LINER,
SEE MECH

FIN AS SCHED,
SEE INT

BIRD / INSECT SCREEN
BY LVR MFR

@ BASE BRK
1 1/2"

TYP

4" LVR 6 1/2"

CONT PAN FL W/ END & REAR DAMS
BY LVR MFR W/ COATING TO MATCH
FACTORY FIN. SET ON (2) 1" CONT
ROWS OF BUTYL SL 1" APART

L
A

P

2
" 

M
IN

T
Y

P

2
"

Q

O.F. MAS

1' - 1"

FOR TYP WALL CONSTR

MV-1
SEE SHEET A500

@ FIELD BRK
2 1/2" TYP

TYP

4" LVR 6 1/2"

A502

5
Sim

3
/8

" 
J
T

MORTAR BARRIER MESH

WEEP HOLE VENT
@ 24" OC MAX

LIPPED BRK

PNT ALL EXPOSED STL, TYP

BRK RETURN BEYOND

MET LVR

A
C

T
U

A
L
 M

.O
.

F
R

A
M

E
 S

IZ
E

∠LOOSE LINTEL ,
SEE STR

FIN AS SCHED, SEE INT

∠LVR CLIP 'S, BRKT'S, &
FASTENERS BY LVR MFR

AVB TRANS MEMB

SST MAS FL

BIRD / INSECT SCREEN
BY LVR MFR

EXHAUST PLENUM,
SEE MECH

DUCT LINER, SEE MECH

DUCT, SEE MECH

AVB

CONT AL TERM BAR &
WATER CUT-OFF MASTIC

T
Y

P

2
"

4

TYP

4"

O.F. MAS

1' - 1"

SEE A-501 FOR TYP WALL CONSTR

MV-4

T
Y

P
 R

O
O

F
 C

O
N

S
T

R

R
A

-1
S

E
E

 A
-5

0
1
 F

O
R

VARIES

VARIES

T.O. STL

VARIES

MORTAR BARRIER MESH

SST STEPPED MAS FL

WEEP HOLE VENT

AVB TRANS MEMB

A503

3
Sim

SST COUNTER FL, EXTEND
ONTO CLOSURE FL 4" MIN

8
" 

M
IN

PACK CAVITY W/ MIN WOOL INS

2X PT WD BLKG

STL PL, SEE STR

STIFFENER PL, SEE STR

SPRAY FPRF

STL BM, SEE STR

CONT STL PL, SEE STR

FIN AS SCHED, SEE INT

PT WD CANT

SUBGIRTS & FASTENERS
BY MET PNL MFR AS REQD

PACK CAVITY W/ MIN FIBER INS

CONT 40 MIL MIN SELF-
ADHERED BREATHABLE SLIP
SHEET UNDERLAYMENT, RUN
FULLY ONTO MAS

CLOSURE FL & RIVETS
BY MET PNL MFR

CONT SST BASE FL W/ 8"
MIN VERT & HORIZ LEGS

4
" 

T
Y

P

VARIES

T.O. STL

AVB TRANS MEMB

STIFFENER PL, SEE STR

M

T.O.M.

32' - 2 5/8"

1
' -

 2
"

1
"

SEE ROOF PLAN

ROOF L.P.

TYP WALL CONSTR

MV-3
SEE SHEET A500 FOR

O.F. MAS

1' - 3"

T.O. WALL

32' - 9 3/4"

O.F. PLWD

1' - 3"

1' - 0"

A512

4
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O
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F

 C
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R
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A
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S
E

E
 S
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5
0
0

T.O. GUTTER FASCIA

33' - 5 1/2"

3/4" PT PLWD

RUN EPDM RFG MEMB ONTO
AVB TRANS MEMB 6" MIN

GA CLIP BY CFMF MFR AS REQD

SEAM PL & FASTENER BY RFG MFR

MET GUTTER LINING

MET GUTTER FASCIA

2" WIDE 0.1875" HEAVY GA MET
GUTTER SUPP @ 32" OC MAX

CONT 1" BR  & SL JT

5 1/2" CFMF @ 16" OC MAX,
PACK W/ GLASS-FIBER BATT
INS

CONT 2X PT WD BLKG

EPDM MEMB FL

LAP SL

REINF EPDM SEAM TAPE

AVB TRANS MEMB, RUN BELOW
EPDM RFG MEMB 6" MIN

STL PL, SEE STR

FIN AS SCHED, SEE INT

BENT PL, SEE STR
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C.1

@ BASE BRK
1" TYP

SEE WALL SECTION

VARIES

SEE WALL SECTION

WALL ASSEMBLY VARIES

SEE STR

9" TYP @ HM FRAME

SEE STR

VARIES

CONT TERM BAR
FASTENED @ 12" OC MAX

100-MIL MIN BELOW-GRADE
BENTONITE WP LINER, SECURE
TO SUBSTRATE @ 12" OC MAX

PREFAB DRAINAGE COMPOSITE MAT W/
PERMEABLE GEOTEXTILE FILTER FABRIC
TO FDN DRAIN WHERE SHOWN ON STR
DWG'S. LAP 4" MIN ALONG EDGES

ICF FORMWORK

FOR EXT PAVING, SEE CIVIL

CONT COMPRESSIBLE FILLER JT

HM DR AS SCHED

MAS RETURN BEYOND

HM FRAME BEYOND

AL THRESHOLD AS SCHED

FLR FIN AS SCHED, SEE INT

REINF CIP CONC SLAB ON
GRADE, SEE STR

2" UNDER-SLAB PERIMETER
XPS INS, EXTEND 2'-0"
BEYOND ICF FORMWORK, TYP

CONT 15-MIL MIN UNDER-
SLAB VAPOR BARRIER

SEE FLR PLAN

T.O. SLAB VARIES

C.1

S
E

E
 D

R
 S

C
H

E
D

D
R

 O
P

N
G

 S
IZ

E

O.F. MAS

VARIES

A
C

T
U

A
L
 M

.O
. 
O

P
N

G
 H

G
T

@ FIELD-BRK
2" TYP

A502

5
Sim

S
L
 &

 B
R

 J
T

5
/8

" 
C

O
N

T

FIN AS SCHED, SEE INT

1/4" CONT BR & SL JT

APPLY BITUMINOUS COATING
TO INSIDE OF FRAME

GROUT EXT HM
FRAME SOLID, TYP

AVB TRANS MEMB

MORTAR BARRIER
MESH

WEEP HOLE VENT

LIPPED BRK

SST MAS FL

LOOSE LINTEL, SEE STR.
PNT ALL EXPOSED STL

DR AS SCHED

EXT HM FRAME AS SCHED

MAS RETURN BEYOND

CONC ANCHORS & ACCESSORIES
AS REQD BY HM FRAME MFR

VARIES

A
C

T
U

A
L
 D

R
 S

IZ
E

POWER-SWING DR OPERATOR,
SEE DR SCHED FOR HDWR #

FRAME WIDTH VARIES

SEE WALL SECTION

WALL ASSEMBLY VARIES

FACE OF ICF

5
/8

" 
T

Y
P

T
Y

P

2
" 

F
A

C
E

CURB

36' - 8"

T.O. COPING

38' - 8"

T
Y

P
 S
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H

T
L
IN

E

8
"

2
"

6
"

CL

CL

VARIES

T.O. STL

3
" 

L
A

P

F
O

R
 T

Y
P

 R
O

O
F
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N
S

T
R

R
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-2
S

E
E

 S
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E
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 A

5
0
0
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Y
P
 R
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O

F
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S
T
R

R
A
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S
E
E
 S

H
E
E
T
 A

50
0

TYP

1 1/2" MIN

1
/2

"
8
" 

M
IN

F
L
 L

A
P

3
" 

M
IN

T.O. STL

38' - 3"

STANDING SEAM MET ROOF

COMPOSITE CLOSURE BY STANDING SEAM RFG MFR

CONT 2X PT WD BLKG

FL BY MET PNL MFR W/ FIN TO MATCH

4" VERT CHANNELS, SEE STR.
INFILL W/ 4" CFMF @ 16" OC MAX

2 1/2" INS MET WALL PNL SYS

STL BM, SEE STR

STL STIFFENER PL, SEE STR

BENT PL, SEE STR

STL PL, SEE STR

STL PL, SEE STR

PACK CAVITY SOLID W/
FIBER-GLASS BATT INS

STL BM, SEE STR

CONT LAP SL

REINF EPDM SEAM TAPE

EPDM MEMB FL

3/4" PT PLWD

2" EXTR POLYSTYRENE INS
BTWN VERT MET Z'S

CONT 2X PT WD BLKG

COMPOSITE REVEAL CLOSURE

SEAM PL & FASTENERS
AS REQD BY RFG MFR

SUBGIRTS, FASTENERS, &
ACCESSORIES BY MET PNL
MFR AS REQD

5/8" EXT SHTNG BD

MET PNL
3 5/8" O.F.

MET COPING

3/4" PT PLWD

4" NOMINAL 2X PT WD BLKG @
16" OC MAX BTWN RIGID BD INS

4" VERT CHANNELS, SEE STR.
INFILL W/ 4" CFMF @ 16" OC MAX

LIQUID-APPLIED AVB

CONT STL CHANNEL, SEE STR

AVB TRANS MEMB, EXTEND
OVER AVB & EPDM MEMB FL

LIQUID-APPLIED AVB

THRU-WALL FL BY MET PNL MFR W/ FIN TO MATCH

CONT AL SILL EXTR W/ INTEGRAL WEEPS BY MET PNL
MFR. SET SL JT BEHIND TO ALLOW FOR DRAINAGE

2" EXTR POLYSTYRENE INS BTWN VERT Z'S
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SCALE:  3" = 1'-0"

HM DR THRESHOLD @ EDGE OF SLAB1
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HM DR HEADER @ MAS LINTEL2
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F

O.F. CW SYS

1' - 3"

1
" 

T
Y

P4
"

1
' -

 0
"

8
 1

/2
"

1' - 0"

O.F. PT PLWD

1' - 3"

T.O. GUTTER FASCIA

31' - 8"

CW-4

3" MULL CAP EXTENSION
@ INTMD VERT MULL'S

AL CW SYS

CONT LAP SL JT

FASTENER & SEAM PL
BY RFG MFR AS REQD

CONT 3/4" PT PLWD

2" WIDE 0.1875" MIN HEAVY
GA MET GUTTER SUPP @
32" OC MAX

MET GUTTER LINING

GUTTER FASCIA, FL INTO
CW MULL GL POCKET

VARIES

CLG AS SCHED,
SEE RCP

CONT STL PL,
SEE STR

CONT 2X PT WD BLKG

T
Y

P
 R

O
O

F
 C

O
N

S
T

R

R
A

-2

S
E

E
 A

5
0
0
 F

O
R

BENT PL, SEE STR

SLIDE CLIP AS REQD
BY CFMF MFR

STIFFENER PL, SEE STR

3 5/8" CFMF, PACK STUD
CAVITY W/ MIN WOOL INS

CONT APRON FL, EXTEND 6"
BELOW EPDM MEMB, TYP

EPDM MEMB FL

T.O. CW FRAME

30' - 3"

S
E

E
 E

X
T

 F
R

A
M

E
 S

C
H

E
D

O
V

E
R

A
L
L
 F

R
A

M
E

 S
IZ

E

30' - 3"

1" CONT SL & BR JT

AVB TRANS MEMB, FL INTO
CW MULL GL POCKET & RUN
BELOW EPDM RFG MEMB

CONT 1/4" SL & BR JT

Z CHANNEL

PACK CAVITY W/ MIN
WOOL INS

STL BM, SEE STR

SFRM

32' - 4 1/2"

G

O.F. SHTNG

1' - 0"

B
R

 &
 S

L
 J

T
1
/2

" 
C

O
N

T

O.F. SF SYS

11 3/4"

F
R

A
M

E
 S

IZ
E

O
V

E
R

A
L
L

33' - 11 3/4"

34' - 1 3/4"

T.O. STL

33' - 11 3/4"

2
"

CONT 1/4" SL JT BEYOND

1/2" GWB

1 1/2" EXTR POLYSTYRENE INS

CONT STL PL, SEE STR

SFRM

TUBE STL, SEE STR

EPDM MEMB FL

3/4" PT PLWD

2" EXTR POLYSTYRENE
INS BTWN VERT MET Z'S
R = 10.0 MIN

CONT LAP SL

REINF EPDM SEAM TAPE

SEAM PL & FASTENER BY EPDM RFG MFR AS REQD

CONT 2X PT WD BLKG

F
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R
 T

Y
P

 R
O

O
F

 C
O

N
S

T
R

R
A
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S
E

E
 S

H
E

E
T

 A
5
0
0

4" CFMF @ 16" OC MAX

3 1/2" FIBER-GLASS BATT INS
R = 13.0 MIN

CONT LIQUID-APPLIED AVB

5/8" EXT SHTNG BD

AL SF SYS

SHIM AS REQD

SFRM, LAP ONTO TYPE-X GWB 1 1/2" MIN

STL BM, SEE STR

STL FRAMING, SEE STR

AVB TRANS MEMB

2-PIECE SST COUNTER FL SET W/
GASKETED FASTENERS @ 12" OC MAX.
SLOPE 1" : 12" MIN FOR POSITIVE
DRAINAGE. LAP MEMB FL 4" MIN

LEVEL 1
0"

K

2' - 0"

O.F. MAS

1' - 1"

O.F. MAS

1' - 1"

A503

3
Sim

A503

3
Sim

O.F. MAS

1' - 0"

O.F. MAS

1' - 0"

CIP REINF CONC FDN WALL,
SEE STR

GROUT CAVITY SOLID
BELOW BASE FL, TYP

WEEP HOLE VENT @ 24" OC MAX

CONT AL TERM BAR &
WATER CUT-OFF MASTIC

MORTAR BARRIER MESH

MAS SST FL

CONT PT WD CANT

AVB TRANS MEMB

RUNNING BOND FACE BRK, SEE
ELEV'S FOR TYPE AS SCHED

MAS SST FL

WEEP HOLE VENT @ 24" OC MAX

MORTAR BARRIER MESH

CONT AL TERM BAR &
WATER CUT-OFF MASTIC
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O.F. MAS

1' - 1"

SEE A-501 FOR TYP WALL CONSTR

MV-4

O.F. CW SYS

1' - 1"

T.O. CW FRAME

27' - 11"B.O. STL

28' - 0"

CL

AL CW SYS

A502

4
Sim

CW BACKPAN & INS

MET PNL INFILL, FL INTO
CW MULL GL POCKET

WEEP HOLE VENT

LIPPED BRK

AVB TRANS MEMB

MORTAR BARRIER MESH

TUBE STL, SEE STR

STL PL, SEE STR

SPRAY FPRF

CONT SL & BR JT

CONT PT WD CANT

AVB TRANS MEMB,
WRAP ONTO STL PL

SST MAS FL

V

VARIES
TO O.F. SF SYS

2" TYP O.F. CONC

SEE WALL SECTION

ICF OPNG

O.F. MAS

VARIES

O
V

E
R

A
L
L
 F

R
A

M
E

 S
IZ

E

3" 9"

MAS RETURN BEYOND

SEE STR

T.O. WALL

T
Y

P

2
"

1' - 3" @ MV-3

1' - 1" @ MV-1

SLOPE TO RD

VARIES

T
Y

P
 R

O
O

F
 C

O
N

S
T
R

R
A

-1
S

E
E

 S
H

E
E

T
 A

5
0
0
 F

O
R

A512

4
Sim

MET GUTTER LINING

MET GUTTER FASCIA

2" WIDE 0.1875" HEAVY GA MET
GUTTER SUPP @ 32" OC MAX

GA CLIP BY CFMF MFR AS REQD

5 1/2" CFMF @ 16" OC MAX, PACK
W/ GLASS-FIBER BATT INS

3/4" PT PLWD

AVB TRANS MEMB, RUN BELOW SLIP
SHEET UNDERLAYMENT. LAP 6" MIN

CONT 0.1875" FORMED AL CLOSURE
W/ 2" WIDE 1/8" Ø PERFORATIONS
WHERE SHOWN

CONT HEAVY GA AL PL
CLOSURE BEYOND

STANDING SEAM MET ROOF

SUBGIRTS, FASTENERS, &
ACCESSORIES BY MET PNL
MFR AS REQD

CONT FL BY MET PNL MFR

CONT 2X PT WD BLKG

RUN CONT 40-MIL MIN SELF-
ADHERED SLIP SHEET
UNDERLAYMENT ONTO AVB
TRANS MEMB 6" MIN

1 1/2" EXTR
POLYSTYRENE INS

CONT 1/4" SL JT BEYOND

AL SF SYS

CONT BR & SL JT EA
SIDE, SHIM AS REQD

T
Y

P
1
" 

C
L
R

SEE WALL SECTION

T.O. GUTTER FASCIA

V

SEE SHEET A500 FOR TYP WALL CONSTR

MV-3

O.F. MAS

1' - 3"

ICF OPNG

16' - 8"

2
"

2
 1

/2
"

B
R

 &
 S

L
 J

T
1
/2

" 
T

Y
P

O
V

E
R

A
L
L
 F

R
A

M
E

 S
IZ

E

VARIES

TO O.F. SF
2" TYP O.F. CONC

VARIES

SEE WALL SEC

T.O. SILL

T
Y

P

2
"

1/2"

1 1/2"

1
/2

"
2
"

1
"

1
 1

/2
"

A501

5
Sim

CONT 1/2" REVEAL MOLDING,
PTN TO MATCH WALL FIN AS
SCHED

1 1/2" RIGID BD INS W/ PT
WD BLKG @ 16" OC MAX

SILL A SCHED, SEE INT

CONT 1/4" SL JT BEYOND

AL SF SYS

FIN AS SCHED, SEE INT

L
A

P
 4

" 
M

IN

AVB TRANS MEMB, EXTEND
FULLY BELOW SF SYS TYP

CONT BLACK MORTAR
NET / INSECT SCREEN

MAS RETURN BEYOND

CONT HEAVY GA AL PL CLOSURE BEYOND

CONT SL & BR JT,
SHIM AS REQD

FORMED 0.1875" AL SILL

FORMED 0.1875" AL BOTTOM
SILL. PACK W/ SEMI-RIGID
MIN FIBER INS. SL @ ALL
PENETRATIONS, TYP
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SCALE:  3" = 1'-0"

CW HEAD @ MV-42

SCALE:  3" = 1'-0"

SF HEAD @ ICF & MET GUTTER3

SCALE:  3" = 1'-0"

TYP CW SILL @ 2ND FLR FACE BRK1
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18

18

SEE A-501 FOR TYP WALL CONSTR

MV-4

O.F. MAS

1' - 1"

AL SF SYS

SHIM AS REQD

CONT 1/4" SL & BR JT

SSUR SILL. FIN AS
SCHED, SEE INT

XPS INS W/ PT WD
BLKG @ 12" OC MAX

GA CLIP AS REQD BY CFMF MFR

MET STUD

CONT 1/2" REVEAL MOLDING, PNT
TO MATCH WALL FIN AS SCHED

GWB RETURN BEYOND.
FIN AS SCHED, SEE INT

FIN AS SCHED, SEE INT

TUBE STL, SEE STR

CONT STL PL, SEE STR

AVB TRANS MEMB, WRAP
ONTO TOP OF STL PL

SL & BR JT, DO NOT
BLOCK INTEGRAL WEEP

PAN FL W/ END & REAR DAMS.
SEAL @ ALL PENETRATIONS, TYP

5/8" COMPRESSIBLE FILLER & SL JT

2
" 

T
Y

P

MIN FIBER INS

T.O.M.

23' - 9 1/4"

2
" 

L
A

P

T.O. STL

23' - 10 1/4"

6

T.O. WALL

14' - 5"

1
"

1
' -

 4
"

T.O.M.

13' - 9 1/4"

O.F. PLWD

1' - 1"

SEE SHEET A500 FOR TYP WALL CONSTR

MV-1

O.F. MAS

1' - 1"

VARIES

SEE ROOF PLAN

ROOF L.P.

3
" 

M
IN

GA CLIP BY CFMF MFR

PACK CAVITY W/ GLASS-
FIBER BATT INS

3/4" PT PLWD

EPDM RFG MEMB, LAP ONTO
AVB TRANS MEMB 6" MIN

LAP SL

CONT 2X PT WD BLKG

SEAM PL & FASTENER BY RFG MFR

REINF EPDM SEAM TAPE

5 1/2" CFMF @ 16" OC MAX

AVB TRANS MEMB, RUN
BELOW EPDM RFG MEMB

F
O

R
 T

Y
P

 R
O

O
F

 C
O

N
S

T
R

R
A

-2
S

E
E

 S
H

E
E

T
 A

5
0
0

STL PL, SEE STR

BENT PL, SEE STR

MET GUTTER LINING

MET GUTTER FASCIA

2" WIDE 0.1875" HEAVY GA MET
GUTTER SUPP @ 32" OC MAX

3 5/8" HORIZ CFMF @ 16" OC
MAX. PACK W/ GLASS-FIBER

∠BATT INS. CLIP  AS REQD

LIQUID-APPLIED AVB

TOP & BOTTOM RUNNER TRACK

EPDM MEMB FL

CONT 1" BR & SL JT

A512

4

18

33' - 5"

O.F. MAS

1' - 1"

SEE A-501 FOR TYP WALL CONSTR

MV-4

A502

5
Sim

B.O. STL

33' - 3"

33' - 4 3/8"

AL SF SYS

WEEP HOLE VENT

LIPPED BRK

MORTAR BARRIER MESH

AVB TRANS MEMB

MAS SST FL

CONT STL PL, SEE STR

SHIM AS REQD

CONT 1/4" SL & BR JT

GWB RETURN BEYOND.
FIN AS SCHED, SEE INT

CONT 1/2" REVEAL MOLDING, PNT
TO MATCH WALL FIN AS SCHED

CLG AS SCHED, SEE RCP

TUBE STL, SEE STR

XPS INS W/ PT WD
BLKG @ 12" OC MAX

BENT PL, SEE STR

AVB TRANS MEMB, WRAP STL
PL & RUN ONTO AVB

1/2" BR & SL JT, ALIGN W/
FACE OF BENT PL

CONT FL & CLEAT

2
 1

/2
"

ALIGN  CONT CLEAT W/ TOP OF BRK

CONT 1" BR & SL JT

AVB TRANS MEMB, RUN UNDER
EPDM RFG MEMB. LAP MIN 6"

2" WIDE 0.1875" HEAVY GA MET
GUTTER SUPP @ 32" OC MAX

MET GUTTER FASCIA

FACE BRK

VARIES

VARIES

T.O.M.

SEE DTL

O.F. PLWD
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SCALE AT FULL SIZE: 3" = 1'-0"

0 6"

SCALE:  3" = 1'-0"

RA-1 EAVE @ MET PNL CLADDING3

SCALE:  3" = 1'-0"

SF SILL @ MV-42

SCALE:  3" = 1'-0"

LOW ROOF MET GUTTER @ PLWD SUBBASE1

SCALE:  3" = 1'-0"

SF HEAD @ MV-45

SCALE:  6" = 1'-0"

ENLARGED DTL - FASCIA SUPP4
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K

O.F. MAS

VARIES

SEE WALL SECTION

WALL ASSEMBLY VARIES
T

Y
P

6
"

VARIES

SLOPE TO DS

CLG AS SCHED,
SEE RCP

FIN AS SCHED, SEE INT

BENT PL, SEE STR

T
Y

P
 R

O
O

F
 C

O
N

S
T
R

R
A

-1
S

H
E

E
T

 A
5
0
0
 F

O
R

GUTTER FASCIA

MET GUTTER LINING

2" WIDE 0.1875" HEAVY GA MET
GUTTER SUPP @ 32" OC MAX

3/4" PT PLWD

2X CONT PT WD BLKG

CONT FL BY MET PNL MFR

SUBGIRTS, FASTENERS, &
ACCESSORIES BY MET PNL
MFR AS REQD

STANDING SEAM MET ROOF

1' - 3" @ MV-3

1' - 1" @ MV-1

GA CLIP BY CFMF MFR

5 1/2" CFMF @ 16" OC MAX,
PACK W/ FIBER-GLASS BATT
INS

A512

4
Sim

CONT 1" BR & SL JT

AVB TRANS MEMB, RUN BELOW
SLIP SHEET. 6" MIN LAP

STL PL, SEE STR

RUN CONT 40-MIL MIN SELF-ADHERED
SLIP SHEET UNDERLAYMENT ONTO
AVB TRANS MEMB 6" MIN

LIQUID-APPLIED AVB

SEE RCP

CLG HGT

SEE WALL SECTION

T.O.M.

SEE WALL SECTION

T.O. GUTTER FASCIA

SEE STR

T.O. WALL

SEE ROOF PLAN

ROOF L.P.
F

1' - 0"

O.F. CW SYS

1' - 3"

T.O. CW FRAME

30' - 3"

7
 1

/2
"

4
 1

/2
"

1
' -

 0
"

4
"

1
"

1"

3
"

VARIES
O.F. PLWD

1' - 3"

CONT 2X PT WD BLKG EA END

AVB TRANS MEMB, FL INTO
CW MULL GL POCKET, TYP

3/4" PT PLWD

1 1/2" EXTR POLYSTYRENE INS

5/8" EXT SHTNG BD

SFRM, LAP ONTO TYPE-X GWB 1 1/2" MIN

F
O

R
 T

Y
P

 R
O

O
F

 C
O

N
S

T
R

R
A

-1

S
E

E
 S

H
E

E
T
 A

5
0
0

CONT FL BY MET PNL MFR

CONT 2X PT WD BLKG

SUBGIRTS, FASTENERS, &
ACCESSORIES BY MET PNL
MFR AS REQD

STANDING SEAM MET ROOF

STL FRAMING, SEE STR

BENT PL, SEE STR

GA CLIP BY CFMF MFR AS REQD

STL PL STIFFENER, SEE STR

STL BM, SEE STR

GA CLIP BY CFMF MFR AS REQD

30' - 3"

CLG AS SCHED, SEE RCP

6" CFMF @ 16" OC MAX, PACK
W/ FIBER-GLASS BATT INS

AL CW SYS CONT 1/4" SL JT BEYOND

1/2" SL & BR JT EA SIDE,
SHIM AS REQD

CONT STL PL, SEE STR

MET GUTTER LINING

GUTTER FASCIA, FL INTO
CW MULL GL POCKET

2" WIDE 0.1875" HEAVY GA MET
GUTTER SUPP @ 32" OC MAX

2 1/2" CFMF @ 16" OC MAX,
PACK W/ FIBER-GLASS BATT INS

RUN CONT 40 MIL SELF-ADHERED
BREATHABLE SLIP SHEET UNDERLAYMENT
ONTO AVB TRANS MEMB 6" MIN

SEE ROOF PLAN

ROOF L.P.
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RA-1 @ MET GUTTER & MAS TIE-IN1

SCALE:  3" = 1'-0"

RA-1 @ MET GUTTER2
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LEVEL 2
14' - 8"

18

12' - 0"

O.F. MAS

1' - 1"

O.F. MET PNL

1' - 1"

CONT WEB PL STIFFENER, SEE STR

2 1/2" INS MET PNL WALL SYS

A502

4
Sim

GA CLIP AS REQD BY CFMF MFR

STL BM, SEE STR

INTERMITTENT WT BM'S, SEE STR.
INFILL W/ 2 1/2" CFMF @ 16" OC MAX.
PACK CAVITY W/ BATT INS

LIQUID-APPLIED AVB

CONT AL TERM BAR &
WATER CUT-OFF MASTIC

AVB TRANS MEMB

CONT PT WD CANT

WEEP HOLE VENT, 24" OC MAX

LIPPED BRK

 ∠CONT RELIEVING , SEE STR.
PNT ALL EXPOSED STL, TYP

RUNNING BOND FACE BRK

MAS SST FL

INTERMITTENT VERT WELDED
STL CHANNELS, SEE STR. PACK
W/ SEMI-RIGID MIN FIBER INS

MORTAR BARRIER MESH

RUNNING BOND FACE
BRK BEYOND

RUNNING BOND FACE BRK
BEYOND

2 1/2" INS MET
PNL CLG SYS

SUBGIRTS, FASTENERS, &
ACCESSORIES BY MET PNL
MFR AS REQD

CONT CLOSURE FL W/ INTEGRAL
WEEP BY MET PNL MFR

CONT BR & SL JT

CONT BR & SL JT

ALIGN O.F. MET PNL W/
BRK PIER BEYOND

FOR TYP WALL CONSTR

MV-4
SEE SHEET A500

PT WD BLKG ON Z
CHANNELS

JAMB TRIM BY MET PNL MFR

1" SETBACK

B.O. STL

12' - 3"

15' - 4"

EXTERIOR

MP-1

F
O

R
 T

Y
P

 R
O

O
F

 C
O

N
S

T
R

M
P

-2
S

E
E

 S
H

E
E

T
 A

5
0
0

5/8" EXT SHTNG BD & 1/2" AIR CAVITY

O.F. SHTNG

4 5/8"

18

K

M.O.

10' - 0"

O.F. MAS

1' - 1"

O.F. MAS

1' - 1"

RUNNING BOND FACE BRK TYPE 3

RUNNING BOND FACE BRK,
SEE ELEV FOR FIN AS SCHED

B.O. STL

10' - 2 1/2"

B.O. STL

10' - 0 3/8"

SETBACK
1" MET PNL

SETBACK
1" MET PNL

9' - 9"

O.F. SHTNG

4 5/8"

3 1/2" GLASS FIBER BATT INS
R = 13.0 MIN

INTERMITTENT WT BM'S, SEE STR.
INFILL W/ 3 1/2" CFMF @ 16" OC MAX.

CONT AL TERM BAR &
WATER CUT-OFF MASTIC

LIPPED BRK

WEEP HOLE VENT @ 24" OC MAX

 ∠CONT RELIEVING , SEE STR.
PNT ALL EXPOSED STL, TYP

CONT BR & SL JT

INTERMITTENT VERT WELDED
STL CHANNELS, SEE STR. PACK
W/ SEMI-RIGID MIN FIBER INS

MAS RETURN BEYOND

MORTAR BARRIER MESH

MAS SST FL

AVB TRANS MEMB

CONT PT WD CANT

1/2" EXT SHTNG BD, EXTEND
AVB TRANS MEMB ONTO
 ∠RELIEVING 'S EA SIDE

SUBGIRTS, FASTENERS, &
ACCESSORIES BY MET PNL
MFR AS REQD

8" BUILT-UP CFMF BOX BM

2 1/2" SEMI-RIGID MIN FIBER INS
R = 10.0 MIN

5/8" EXT SHTNG BD

LIQUID-APPLIED AVB

PACK STUD CAVITY W/
GLASS FIBER BATT INS
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K
VARIES

T.O. COPING

VARIES

VARIES

T.O. STL

O.F. PLWD

1' - 1"

O.F. SHTNG

7 3/4"

6" CFMF @ 16" OC MAX

INFILL BM W/ 2 1/2" CFMF @ 16" OC MAX
& PACK W/ GLASS FIBER BATT INS

CFMF FRAMING, SEE STR
STL BM, SEE STR

LIQUID-APPLIED AVB

MET COPING

CONT SL & BR JT

FASTENERS & ACCESSORIES
BY COPING MFR. SL @ ALL
PENETRATIONS, TYP

AVB TRANS MEMB, RUN ONTO PT
PLWD SUB-BASE & LAP SLIP SHEET
UNDERLAYMENT 4" MIN

2 1/2" CFMF, PACK CAVITY
W/ GLASS FIBER BATT INS

CONT 2X PT WD BLKG EA SIDE

CONT 3/4" PT PLWD

CONT VERT MET ZEE'S

CONT 2X PT WD BLKG

CONT 3/4" PT PLWD

1 1/2" EXTR POLYSTYRENE INS BTWN
2X PT WD BLKG @ 16" OC MAX

O.F. MAS

1' - 1"

CONT SL JT

CONT 40 MIL MIN SELF-
ADHERED BREATHABLE SLIP
SHEET UNDERLAYMENT

SUBGIRTS, FASTENERS, &
ACCESSORIES BY STANDING
SEAM RFG MFR

VERT STL CHANNEL, SEE
STR FOR FRAMING

3 1/2" BATT INS
R = 13.0 MIN

F
O

R
 T

Y
P

 R
O

O
F

 C
O

N
S

T
R

R
A

-1
S

E
E

 S
H

E
E

T
 A

5
0
0

T
Y

P

8
" 

S
IG

H
T

L
IN

E

3
" 

M
IN

 L
A

P

MET COPING

STANDING SEAM MET ROOF

ALIGN PLWD SUB-BASE W/ O.F. MAS

CJ

HORIZ TUBE STL, SEE STR

STL FRAMING, SEE STR

FACE BRK RUNNING
BOND TYPE 2

FACE BRK RUNNING
BOND TYPE 1

FACE BRK RUNNING
BOND TYPE 3

FORMED MET GUTTER & FASCIA

AL SF SYS

FORMED HEAVY GA AL SILL

FACE BRK RUNNING
BOND TYPE 2

STEPPED MET FL

AL CW SYS

GL AL CW SYS
DR AS SCHED

CIP REINF CONC SLAB
ON GRADE, SEE STR

STANDING SEAM MET ROOF

1

A515

Sim

2

A514

Sim

1

A514

Sim

28

O.F. CW SYS

1' - 3"

SEE WALL SECTION

T.O. SILL

SEE SHEET A500 FOR TYP WALL CONSTR

MV-3

O.F. MAS

1' - 2"

1/2"

1 1/2"

T.O. WALL

2' - 0"

B
R

 &
 S

L
 J

T
1
/2

" 
C

O
N

T

4
 1

/2
"

FORMED 0.1875" AL SILL, FL INTO
CW MULL GL POCKET, TYP

CONT BLACK MORTAR
NET / INSECT SCREEN

SOLDIER BRK, CUT TO SUIT

CONT 1/2" MIN
BR & SL JT

1/2" BR & SL JT EA SIDE,
SHIM AS REQD

AVB TRANS MEMB, EXTEND
FULLY BELOW FRAME, TYP

CONT 1/4" SL JT BEYOND

CONT 1/2" REVEAL MOLDING, PNT
TO MATCH WALL FIN AS SCHED

WALL FIN AS SCHED, SEE INT

WALL COVERING, SEE INT

SILL AS SCHED, SEE INT

CONT STL PL, SEE STR

1 1/2" RIGID BD INS W/ PT
WD BLKG @ 16" OC MAX

AL CW SYS

O
V

E
R

A
L
L
 F

R
A

M
E

 S
IZ

E

1
"

28

SEE WALL SECTION

VARIES

SEE FLR PLAN

T.O. SLAB VARIES

CONT 15-MIL MIN UNDERSLAB
VAPOR BARRIER

2" UNDER-SLAB PERIMETER
XPS INS, EXTEND 2'-0" BEYOND
ICF FORMWORK, TYP

REINF CIP CONC SLAB
ON GRADE, SEE STR

FLR FIN AS SCHED, SEE INT

AL CW SYS

INS GL AL CW SYS
DR AS SCHED

AL THRESHOLD AS SCHED

CONT COMPRESSIBLE FILLER JT

SEE STR

VARIES

SEE STR

9" TYP @ CW

100-MIL MIN BELOW-GRADE BENTONITE WP LINER,
SECURE TO SUBSTRATE @ 12" OC MAX

CONT TERM BAR FASTENED @ 12" OC MAX

PREFAB DRAINAGE COMPOSITE MAT W/
PERMEABLE GEOTEXTILE FILTER FABRIC
TO FDN DRAIN WHERE SHOWN ON STR
DWG'S. LAP 4" MIN ALONG EDGES

FOR EXT PAVING, SEE CIVIL

ICF FORMWORK
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9

O.F. PT PLWD

9 3/4"

O.F. CFMF

6 3/8"

VARIES

T
Y

P
 R

O
O

F
 C

O
N

S
T

R

R
A

-2
S

E
E

 A
5
0
1
 F

O
R

LAP SL JT

EPDM MEMB FL

2" CONT XPS INS W/ VERT
Z'S @ 16" OC MAX

3/4" PT PLWD

6" CFMF, SEE STR FOR
FRAMING

STL BM, SEE STR

SPRAY FPRF

STL PL, SEE STR

CONT 2X PT WD BLKG

CONT RUNNER TRACK

5/8" EXT SHTNG BD

CONT LIQUID-APPLIED AVB

SEAM PL & FASTENER
BY RFG MFR AS REQD

O.F. GWB

9"

3 5/8" MET STUD

5/8" GWB

9

O.F. CFMF

6 3/8"

V
E

R
T

 M
E

T
 P

N
L
 L

A
P

7
 1

/2
" 

T
Y

P

VARIES

SEE STR

T.O. STL VARIES

CONT 2X PT WD BLKG

SUBGIRTS & FASTENERS BY
MET PNL MFR AS REQD

INFILL STL BM W/ 4" CFMF

TOP & BOTTOM CONT RUNNER TRACK

Z CHANNEL

CONT LIQUID-APPLIED AVB

INS MET PNL

STL BM, SEE STR

SPRAY FPRF

5/8" EXT STHNG BD

∠CONT HEAVY MET 

STANDING SEAM MET ROOF

∠CONT HEAVY MET 
BY MET PNL MFR

TRIM & INTERMITTENT
CLEAT BY MET PNL MFR

4
" 

T
Y

P
 L

A
P

A516

5

DEEP LEG
DEFLECTION TRACK

CFMF, SEE STR FOR FRAMING

10"

MET PNL REVEAL CLOSURE
BY MET PNL MFR

CONT SL JT

TRIM & INTERMITTENT
CLEAT BY MET PNL MFR

∠CONT HEAVY MET 

SUBGIRTS & FASTENERS
BY MET PNL MFR AS REQD

SUBGIRTS & FASTENERS
BY MET PNL MFR AS REQD

INS MET PNL

∠CONT HEAVY MET 
BY MET PNL MFR

AVB TRANS MEMB

CONT LIQUID-APPLIED AVB

STANDING SEAM MET ROOF

INS MET PNL

HGT VARIES

4

O.F. MAS

1' - 1"

T.O.M.

28' - 8"

TYP WALL CONSTR

MV-4
SEE A501 FOR

TYP

4"6 1/2"

O.F. STL PL
9"

MOISTURE RESISTANT GWB,
FIN AS SCHED, SEE INT

STL TUBE, SEE STR

CONT STL PL, SEE STR

BRK RETURN BEYOND

BIRD SCREEN BY MET
LVR MFR

DRAINABLE MET LVR

∠LVR CLIP 'S, BRKT'S,
& FASTENERS BY MET
LVR MFR

CONT SL JT

AVB TRANS MEMB,
EXTEND ONTO STL PL

T.O. STL

28' - 8"

CONT PAN FL W/ END &
REAR DAMS BY MET LVR
MFR. SET IN (2) 1" CONT
ROWS OF BUTYL SL

F
R

A
M

E
 S

IZ
E

L
A

P

2
" 

M
IN

BLANK OFF PNL BY
LVR MFR AS REQD BY
MECH DWGS

DUCT, SEE MECH

DUCT LINER,
SEE MECH

AVB

4

VARIES

T.O. STL
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R
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E

 S
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0

STIFFENER PL, SEE STR

38' - 0"

T.O. STL PL

38' - 0 3/8"

S
IG

H
T

L
IN

E

8
" 

T
Y

P

T
Y

P

6
"

T
Y

P

2
"

TYP

2 1/2"

CLR

4"

TYP

6 1/2"

O.F. MAS BEYOND

1' - 1"

STL PL, SEE STR

C4 VERT INFILL W/ 4" CFMF @ 16" O.C. MAX.
PACK STUD CAVITY W/ GLASS-FIBER INS

DRAINABLE MET LVR SYS

4" CFMF, SEE STR FOR FRAMING

LAP SL JT

EPDM MEMB FL

REINF EPDM SEAM TAPE

SEAM PL & FASTENER BY RFG MFR

CONT 2X PT WD BLKG

O.F. PLWD

7 3/8"

CONT 2" XPS INS W/
VERT Z'S @ 16" OC MAX

3/4" PT PLWD

5/8" EXT SHTNG BD

2X PT WD BLKG

MET COPING

CONT STL PL, SEE STR.
PNT ALL EXPOSED STL,
TYP

BRK RETURN BEYOND

MAX 2" THICK BLANK-OFF
PNL BY LVR MFR AS REQD

BIRD / INSECT SCREEN BY LVR MFR

∠LVR CLIP 'S, ANCHORS, &
ACCESSORIES BY LVR MFR
AS REQD

3/4" PT PLWD

COPING SEAT, FASTENERS, &
ACCESSORIES BY COPING MFR

SEMI-RIGID MINERAL FIBER INS BTWN
2X PT WD BLKG @ 12" OC MAX

16GA L2X2 X 7" W/ POWDER ACTUATED
FASTENERS INTO C, #12 SCREW INTO CFMF
TRACK & (2) WOOD SCREWS INTO BLKG

SFRM

F
R

A
M

E
 S

IZ
E

CONT SST CLOSURE FL,
PNT TO MATCH FACTORY
FIN
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SCALE:  3" = 1'-0"

EPDM CURB @ RA-21

SCALE:  3" = 1'-0"

MP-1 HEAD TRIM @ RA-12

SCALE:  6" = 1'-0"

MP-1 HEAD TRANSITION @ RA-1 ENLARGED5

SCALE:  3" = 1'-0"

MET LVR SILL @ MV-43
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1
' -

 6
"

1
"

4
"

6
 1

/2
"

2
"

9" 6 1/2"

2"

VARIES

MET GUTTER LINING

GUTTER FASCIA W/
2" WIDE 1/8" Ø
PERFORATIONS
WHERE SHOWN

2" WIDE 0.1875" HEAVY GA MET
GUTTER SUPP @ 32" OC MAX

CONT 40 MIL MIN SHELF-
ADHERED BREATHABLE SLIP
SHEET UNDERLAYMENT

CONT STL PL

EXTR POLYSTYRENE INS BTWN
2X PT WD BLKG @ 16" OC MAX

F
O

R
 T

Y
P

 R
O

O
F

 C
O

N
S

T
R

R
A

-1

S
E

E
 S

H
E

E
T
 A

5
0
0

CONT TUBE STL, SEE STR

SFRM

STL CHANNEL BEYOND, SEE STR

F
O

R
 T

Y
P

 R
O

O
F

 C
O

N
S

T
R

M
P

-2
S

E
E

 S
H

E
E

T
 A

5
0
0

GA CLIP BY CFMF MFR AS REQD

5/8" EXT SHTNG BD

3 1/2" CFMF @ 16" OC MAX

GA CLIP BY CFMF MFR AS REQD

1 1/2" EXTR POLYSTYRENE INS

CONT 2X PT WD
BLKG EA END

3/4" PT PLWD

AVB TRANS MEMB

CONT 2X PT WD BLKG

STANDING SEAM MET
ROOF

SUBGIRTS, FASTENERS, &
ACCESSORIES BY MET PNL
MFR AS REQD

CONT FL BY MET PNL MFR

1' - 0"

GASKETED FASTENER
@ 12" OC MAX

42' - 0 3/4"

SUBGIRTS, FASTENERS, & ACCESSORIES BY MET PNL MFR AS REQD

 ∠CONT MET UTILITY 

G

O.F. SF SYS

11 3/4"

42' - 0 3/4"
42' - 1"

@ BRACING, SEE STR

O.F. TUBE VARIES

42' - 1 1/4"

B.O. STL

F
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R
 T

Y
P

 R
O

O
F

 C
O

N
S

T
R

M
P

-2
S

E
E

 S
H

E
E

T
 A

5
0
0

2 1/2" INS MET PNL SYS

SUBGIRTS, FASTENERS, &
ACCESSORIES BY MET PNL
MFR AS REQD

AL SF SYS

TUBE STL, SEE STR

CONT STL PL, SEE STR

GA CLIP BY CFMF MFR AS REQD

PACK CAVITY SOLID W/
CONT MIN FIBER INS

AVB TRANS MEMB

GA CLIP AS REQD

SFRM

CLG AS SCHED, SEE RCP

CONT MET FL BY MET PNL MFR,
SET ON CONT MASTIC BED, TYP

CONT 1/2" SL & BR JT EA
SIDE, SHIM AS REQD

A517

5

BRACED FRAME BEYOND,
SEE STR

2 1/2" INS MET PNL SYS

SUBGIRTS, FASTENERS, &
ACCESSORIES BY MET PNL MFR

CONT MET FL BY MET PNL MFR,
SET ON CONT MASTIC BED, TYP

PACK CAVITY SOLID W/
CONT MIN FIBER INS

CONT STL PL, SEE STR

AL SF SYS

CONT 1/2" SL & BR JT EA
SIDE, SHIM AS REQD

AVB TRANS MEMB, EXTEND
FULLY BELOW SF SYS & LAP
AVB

S
E

E
 W

A
L
L
 S

E
C

T
IO

N

E
X

T
 C

O
N

S
T

R

CONT 1/2" SL & BR JT

LEVEL 2
14' - 8"

F

T.O. STL

16' - 8 1/2"

O.F. SHTNG

1' - 0"

1
/2

"
1
"

3
" 

L
A

P

B.O. CW FRAME
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INS MET PNL OVERHANG @ GUTTER4
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INS MET PNL TERM @ SF HEAD2
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ENLARGED DTL - MET FL @ SF SYS5
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SST COUNTER FL, EXTEND
ONTO BATTEN FL 4" MIN

CONT SST BASE FL W/ 8"
MIN VERT & HORIZ LEGS

SUBGIRTS & FASTENERS
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CONT BATTEN FL BY MET PNL
MFR. PROVIDE FASTENERS &
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REQD

SEAM CLOSURE BY
MET PNL MFR

CONT 2X PT WD BLKG

WEEP HOLE VENT

CONT PT WD CANT

PACK CAVITY W/
MIN WOOL INS

∠CONT RELEVING ,
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LIPPED BRK, SEE A503
FOR TYP PROFILE

SST MAS FL

MORTAR BARRIER MESH

AVB TRANS MEMB
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FOR EXT PAVING, SEE CIVIL

PREFAB DRAINAGE COMPOSITE MAT W/
PERMEABLE GEOTEXTILE FILTER TO FDN

MULL BEYOND

FORMED 0.1875" AL SILL, FL INTO
CW MULL GL POCKET, TYP

CONT BLACK MORTAR
NET / INSECT SCREEN
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WATER CUT-OFF MASTIC

FLR FIN AS
SCHED, SEE INT

3/8" COMPRESSIBLE
FILLER JT, SEE STR
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ON GRADE, SEE STR
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AL CW SYS
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SCALE:  3" = 1'-0"

RA-1 BATTEN SEAM @ MV-12

SCALE:  3" = 1'-0"

CW HEAD @ STL PL RELIEVING SUPP1
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TYP MAS CURB @ CW SILL3
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